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Building 400 Integrated Control System(ICS) Drawings
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Description

Experiment Hall

Flow Diagram, Equipment Locations and Sequence of Operations for the Process Water System
Enclosure, EN-4X11X Control System Termination and Layout

Air Handling Unit, AHU-5001 — AHU-5018 Flow Diagram and Equipment Locations
Enclosure, EN—4X10X Control System Termination Instructions

Air Handling Unit, AHU-501 - AHU-518 Flow Diagram and Equipment Locations

Enclosure, EN—4X10X Control System Termination Instructions

Enclosure, EN-4X1XX CS Term. and VAV, Clg Only Flow Diagram and Equipment Locations
Enclosure, EN—4X1XX CS Term. and VAV, W/Reheat Flow Diagram and Equipment Locations
ICS interface to the fire alarm system.

Heating Water Bridges, LTW-501 — LTW-512

Emergency Generator Rooms, Temperature Control

Unit Heater Control, Pneumatic Power

Enclosures, EN—4X000, Control System Termination.
Building 400, Experiment Hall, Control Hardware Locations and Communications Layout

Valve/Damper Schedule
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